
Compliance Timeline for New Sources
National Emission Standards for Industrial, Commercial, and Institutional 

Boilers and Process Heaters (40 CFR Part 63, Subpart DDDDD)

Compliance 
Report 
(semiannual) 
§63.7550(b)

Initial 
Notification 
§63.7545(c)

7/31/2005

Sequence of Performance Test Requirements

1/31/2006 Etc.0 = Startup date 15 
days

180 days

Conduct 
Performance Test 
§63.7510(e)

Notification of 
Compliance 
Status 
§63.7545(e)

240 days

Compliance 
Date1

§63.7495(a)

At least 30 days before 
the performance test is 
scheduled to begin 
§63.7545(d)

Notification of Intent 
to Conduct a 

Performance Test and 
Submit QA/Test plan

At least 30 days before 
the visible 
emissions/opacity test is 
schedule to begin 
§63.7545(a)

Notification of Intent 
to Conduct a visible 

emissions/opacity test           

Notification of 
Compliance 
Status 
(Performance 
test results)

Within 60 days 
after completing 
the initial 
performance test 
or compliance 
demonstration 
§63.7545(e)

Site-specific fuel 
analysis plan

At least 60 days before 
the date you 
demonstrate compliance 
§63.7521(b)(1)

Footnote 1:  New sources must comply by 11/12/2004 or upon startup, whichever is later §63.7495(a).

Footnote 2:  New sources that start up before the effective date must comply with subpart DDDDD until they complete and submit the eligibility demonstration to permitting authority.

Eligibility to demonstrate low risk for HCl, Mn

Final eligibility to demonstrate low 
risk for HCl or Mn and emission test 
results

Within 180 days of startup    Appendix A

Preliminary eligibility to 
demonstrate low risk for HCl or Mn 
and conduct emission test

Upon startup2 Appendix A


